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SECTION 0300 - PHYSICAL PLANT
108 NCAC 13F 0311 OTHER
REQUIREMENTS

[a} The building and all fire gafely, electrical,

: mechanical, and plumbing equipment in an adult
. care home shall ba maintamed in a safe and

i operaling condition.

| {k) This Fube shall apply to new and existing

| faciitios with the exceplion of Paragraph (e}

| which shall nol apply to existing facilities.

. This Rule is not met as evidenced by
2 Based on chservation, the Building was nol
maintained in a safe and operating condition

| beoause the commercial kitchen hood's fire

 extnguishing syatem lacked the inspecticns,

{ maintenance and documention required o
ensure a proparly working system,

I Fellowup Findings an 9-8-15 include;

‘b Since fhe semi-annual maintenance of the
commercial kitchen hood's fire extinguishing
systom in March 2015, there has been no

| recording on the lag of the monthly inspections.
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Fire Alarm and Life Safety System
Inspection Certificate

Fopr

Franklin Manor
100 Sunset Dr.
Youngsville, NC 27596

Tested to NFPA 72 Standards

This Inspection was performed in accordance with appiicable NFPA Standards.  The subsequent pages
af this report provide performance measurements, listed ramges of acceptable results, and complete
docrmentation of the inspection.  Whenever discrepancies exist berween acceptable performance
stendards and actual fest reswils, notes and'or recommended solutions have been proposed or provided
Jor immediate review and approval.

imspection Dare
Sep @ 2005

Building: Franklin Manor Company: Modern Systems Ine
Contact: Kimberly Richardaon Contact; Darin Matherly
Titte: Adminisirater Title: Technician
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Executive Summary

Cremermled by BuildingReperis com
Buibfing Intormaien TR
Bullding: Franklin Manar o Contact; Kimberly Richardson h
Address: 100 Sunset Dr. Phome: (915)562-5550
Address: Fax:
City/State/Zip: Youngsville, HC 27596 Mobile:

_ Country: United States of America - Emaﬂ Kirnberly.Richardson@saberHealth.com
 Inspection Performed By s B
i Company: Modarn Systems Ing Inspectar; Da.l.'l-r;.l:da'rherll.'

; Address: 1111 Old Stage Road Phone: 336.463.5205
i Address: Fax:
| City/State/Zip: Yadkinvilie, NC 27055 Moklhe!
Country: Linited States of America Emall: dmatnerlp@modernsys. biz ) !
' System Control Unit | ; e e ]

- Manufacturer: Fire-Lite - Er_lspe:_tlun Date: D909/ 2015 I0C Style:

Midel Number: M536000UDLS Install Date: 050672013 SLC Style: 4
Lofoware Version: 1,5 B3 arsion Date: 10/13,/2011 MNAC Style: ¥
Location; Qurside Riser Boom  Electrical 'CHLI‘EEEE_MEETI{FHS Breager i

Monitoriog . - AL e
| Company: S ... : Account ¢:

Central Station Signal Verification R

Type: Digital Communicator Mfg: Fire-Lite Model #
MEOE00UDLS
_ Test Time/Date: 3/9/15 11:13:17 AM B kestore TiGe

blodesn Syatems Ing l OW282015
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Inspection Summary
o Eﬂm n' i ."_.._ : __%, £y - H- L ' -
Auxiliary 3 2.61%
Sound Taest 1 087
Initiating © a9 B 059%
| Contral 1z 1.45%,
| : Totals _ 115 105
Company; Modern Systerms Inc Builglmg: Franklin Manor
Inspector: Darin Matherly Contact: Kimberly Richardson
|
J___Siunui- B signed:
| Certification Type ¥

fdodem Systems Inc 2 DE2ER2015
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Discrepancy Report

Ceneraled by Building Neports.com

£109 P.O07/020

TFhE ﬂ-wr:pnnr,lr prm'r mrrmﬁahl'n each dmrepm:}' Hﬂ'&d within S varions Testing sections nf}w inspecrion,
Diserepaneies are lizted by Cotegory, and grouped by device fppe.  The description of the problem ix provided and where
apprapriale, code references ara lsfed for yonr convenience, Any item that was rmpmmmam Iieted an the Consumer
Prochict Safen @fwméﬂs h'éb-:i'ﬂ-u ﬂwn'f: m!: ECt £ @ rec

| ADBEFE4S

KFPFAZZ Table

Cutside Riser Room ¢ Electrical In FACP Fakled Test
144,22 (50
2OAB5E40 Cutshoe Riser Room f Elecrical 1n FACP Falled Test I MEPAT? Tabin
14.4.2.2 [SHb) {
29885855 Cutside Riger Roarn ¢ Electrical In FUFS Falled Test 1 MFPATZ Tahle ;
. 14.4.2.2 (SHh) !
ZOBERE5E Coutside Rlser Raoim § Blectrical In FOPS Failed Test 1 MFPATZ Takle H
. o ,1. ::L}. ;E'E}F.:a}u
s deéggfmms R

WFPATZ Table
1d.4.2.2 [51b}

la!ltflu :hal be replaced in accordance with the re:mnmendallms of the slarm qql,llpqnml‘

rranufacturer ar when the recharped battery voltage or current falls below the manufacrer's |

Modem Systems Inc

O IR201 5
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Proposed Solutions Report

Cenerated by HufldingReporis.com

CCTRR AL

The Proposed Solution Report provides g sofhition for eack discrepancy listed on the Discrepancy Repart,  Prowvide a
check mark whare indicated io approve repairs listied within the report. Jtems listed ax TiM are availabie Jor repair on g
Tiwie owed Meterialy baris,

T ———
Battery ELE
23885848 Outside Riser Room [ Bectrical In - Replace P5-12260 NB TiM @ ggsrsis

F
FORE5549 ﬂ:f::ﬂe Riter Rpom | Electrical m - Replice F&- 122860 NB T B OEITHIS
I5BB5855 E:I::Ide Rlser Rgom / Electrical In Replace WPT=12 Tim B g95180s
J 20885856 Lcn:flde Riser Room [ Electrical In Replace MP7-12 TIM M asnens
FLF:

Madern Syatems Ine q 09282015
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Inspection & Testing

Lenerated by, BuildingReporis.com

By g, O g )
to “-""'-\.'.l':-;?::'a:."."j'llj'.."ﬂ,'.
y i .

5

R B L L e S e R i S ~ AL ;

| The fnspection & Testing secrion lists all of the items inspected in your Eiuliding,  Ttems are grouped by Passed or

| FoiledOiker: Items ave lisied by Category. Euch item includes the services performed, and the fime & date af which
feating ooettred

| TR

Nt -

Auxilary

{ Fam Shutdown All Tested THEEVEAM  Dofpa/2015
Locking Deslce Al Tested TTHIGAM 00072015

| Releasing Devioe All Tested P IS aM  g009;2015

. Control

| Annuncator Reception Desk Tested DS AM 09092005
Annunciater Exit by Room 120 Tosted 11542 A QorOoF2015 |
Annunciator Lefl Murses Station Tested Q:32:38 AM O%/0942015 i

' Annunclator Right Murses Station Tasted Ml SEAM 080972015
Commankcatar Crutside Risar Roam [ Electrical Tasted PTRTRITAM 080972015
Controd Panel Cutside Riser Room § Electrical Tested TAR02 Ak 09002015
Digeannect Exit By Raom 120 Tested Th 340 AK 090872015

| Pawer Supply Ouiside Riser Boom | Electrical Beside FACP Tested TEAT &AM (85082015

Initiating ;

Heat Detector Kitchen Tested PSE2s A O0pa92015
Heat Datectar Kitcher Tasted PSEsEaM 04092015
Heat Detecar Tutside Riser Room | Elecwical Above FACE Tesbec Se2icia aM 09,/09/2015
Piell Station Kirchen Tested 1O 00T AM QO 0o a0 S
Pull Station Miain Labby Tested Qitfia7 AM 09092015
Pull Station Exit By Raom 1040 Tested 10C03C0R AK DEA08/ 201%
Pull Sration Exit By Room 120 Tested TEAMAT AN 00092015
Pull Station Exit By Boom 120 Tested PATES A (40920015
Pull Station Ewit Dy Rewsm 1309 Tesiad IS AM Q90972015
Pull Station Lefy Livwing Room Exit Tested SR4:51 AW 097092015
Pull Statiom Loft Murse Station Tesred 32050 Ak oG /2015
Smiakes Crelectar Aoministrator Ofice Tegrad 10330 AM G509/ 2015
Sinoke Detectar Business Office Teated WISALAM 0909 2015 |
Smoke Detector Clean Linen Right 5ide Tedned TEQLST AN 080092015
Smoke Detector Discawery Roam Tedted WA AM Q009 2015
smakie Detecior Laundry Baom Tostod TABITAM 0900972015

| Smoke Detechor Lobby At Mens #oom Tested F24EN AM 09705/ 2015

! Smake Delectar tain Lobby Tested ToFA LT AW OB 0e 2018 |
smoke Detectar Recepticn Desk Tested BIEOEAM  DB/09/2015 |
Zmoks Cetectar 100 Ermnployes Lsunge Tested ICoA2-20 A (00092015
Smnke Detector Activithes Diector Office Tested G002 A QA0S F00S
smpke Detector Dining Roem By scdvitles Diredtar Tasted 2:30013 AM a9,/09,/ 2015
sk Detector Dining Room By Kitchen Tested 2545 AM 09,08 2015

Modern Systems Inc OR28201 5
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From: 5105625505

.'._'..".:-‘.__;-:. n ._-;_':',_;“_gg’;_ -,':-.-.;.1',_'._:1:_."'5 _’-
ST e e N A o

e

Denimg Room Oy Muries Station Tested

WA A

095092015

Srmoke Detector
Srnode Detector CHning Room By Plano Teipsd SURAAh A (G a2015
! Smake Detectar Dinlng Redemn By Storage Tested En G AM 092015
| Smake Detectar Exiv By Room 120 Tested IESARAM (970072015
| Smoke Detecior Hall A1 Employee Lounge Tested IEESARAM Q909 2015
! Smoke Detoctor Hall By Care Bage Tested TR AN R0 2015
Smpke Detector Hall By Left Nurses Station Tested 23157 AM 090092015
Smoke Detector Hall By Roorn 105 Tested Ho35:36 AM 0009,/ 2015
tmakn Detectar Hall By Boom 108 Tested 9:36:01 AM 0940972015
Smoke Detector Hall By Boom 111 Tested 3:34:19 AM 09/0%/2015 |
Smoke Detector Hall By Room 112 Tested B:35:4T AM 0D/ 2015
Sereie Detechos Hall By Rooam 116 Tesped AT AM oG 20N %
I Sroae Deleclor Hall By Hooprm 121 Tested BEATE2 AM 05009, 2015
Smake Detectar Hall By Roarm 123 Teatad T I&25 AM 0400972015
Smake Detectar Hall By Roam 124 Tested I4:0g A 000052015
Smnke Detector Hall By Raom 125 Tested IEl346 AM 097DG72005
Sminke Getector Hall By Ropm 128 Tested TEVROR AM DG 201 %
Smpke Detecior rlall By Kpom 1350 Tested IR0 AW pgg0a/2005
Sriake Derectos Hall By Room 137 Tesied F2EEI AM o8 /09,2015
Grake Derecrsr Hall By Room 132 Tested TI3E1 A Q800972015
Smoke Detectar Hal! By Raarm 136 Tested T205aM 09052015
Smoke Detectar Hall By Roam 135 Tested 12039 AW 090972015
! Smoke Detector Hall By Left Muries Statian Tasted 0: 34000 M 097052015
1 Bmnke Detactor Hall A1 Resm 102 Testod 1002:52 AM DeI0af201%
Srvske Detector Hall Ar Hogm 104 Tested TR AR 092005
Srnoke Derector Hall ar Mscowary Room Tegied F2T0D AM Q90852015
Smoke Detectar Hakl at Laundry Room Tested TOiE] AM 090572015
! Smake Detectar Hall &t Special Care Coodinatar Tested Q:50:54 AW 09082015
| Smoke Detectar Left Living Room Tested D344 MM 0R/DIFZONS |
Smnke Detector Left Living Rocm Near Exit Tested L1508 A 0092015
imoke Detector Left Med Room Tested 2:33:3% AM 29/09/ 20015
| e Deleios Laft Murse Station Tested NO:ATa0 AM 09,/009, 2015
! smoke Delecior Liwing Ream Tested TOERT9AM  09/09/2015
Amake Delpctior Liwing Hoam By TV Tested 1033l AM DO/0% 28015
Smoke Delector Fersonal Care Besury Salon Tidted 1130 AWM O5/0A/ 2015
Smoke Delactar Right Med Room Teasted TEE2A0 A (My09/2015
Smnke Detector Right Murses Station Tested 02 iz aM pap0ayaol5
Senoke Detector Room 14040 Tested TEAFIG A Qap09iF0] s
D Emoke Detecies Boarm 107 Tesied TROH2GAM 090972015
Smake Detedtor Room 104 Tedred 10515 AM 09,06/ 2015
Emake Detoctor Room 105 Tested :50:50 Al 090492015
Lmoke Detector Room |06 Tesied 100755 &AM DOJ0a 2015
dmoke Detector Room 10F Tested ERHFRL 00092005
Fmoke DetecLor Room 104 Tested 2AT.44 AM 0909, 2015
Smioke Datecior Room 144 Tested WAEET AM 09,097 3015
Sroke Detector Room 110 Tested TRASOTAM Q9 0% 201 5
| Srnke Detectar Room 111 Tested FE0T Ak 0909/ 20715
Smithee Dietectar Roam 113 Tested 105220 AW DG/0972015
Lmake Detectar Room 113 Tested Q44052 AM 09092015
Sminke Detector Ream 114 Testad AL AM 08092015
Madern Systems Ing fi Q9282018
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smake Oetectar Raom 115 Tested TieS0:G &AM OG04 2075
Smoke Detector Room 116 Tested F:18 AM OHI0S 2015
smoke Detector Raom 117 Tested 54351 AM 009/ 2015
Srmarke Detector Room {15 Tested 1o ad g009/2015
Smoke Detector Room 115 Tested G400 AM 09,09/2015
Emoke Detector Rosmm 120 Tested TTETE AM Q9;09/2015
smoke Derecor Roam 121 Tested WABE AM 09/00/ 2015
smoke Derector Roain 122 Tested TEOEF0AM  DEI0B 2015
Srmike Depeclor Raaim 123 Tested TEATSEAM  DESOS/ 205
Srmpke Detector Haarm 124 Tested BObEOr aM 080082015
Emoie Detector Room 125 Tested FEATIOAM a9/ 005
Smoke Detecior Room 16 Tesped IITAE A Q80972015
- amoke Detector KEoom 17 Tested I3cc12 AM  ga/0972015
smoke Detector Room 125 Tesred lo:28:28 AM  09/0972015
smoke Derecior Rpom 129 Tested 12T El A 09 0572015
Sinoke Detectar Raaim 130 Testasd TCFR3EAM  0G0G/2015
Sminke Detector R 131 Tested TORE:I2 AM  DOOa 01 s
Smoke Detectar Raarm 132 Tesrad TOEFSH AM 809205
Smoke Dhetector Rogom 133 Tested MG AM 05092015
Smoke Detector foom 134 Tested 404 AN 00902075
Sroae Demector Room 135 Tested P24 An 4a/09/ 2015
Srmase Dateclasr Raam 136 Tested 10:23:33 Al 09/09/20015
Lrmadce Detectar Room 137 Tested 121 5% A O5,/09/201 5
Smoke Detecoor Room 138 Tested 12252 AM 09092015
Smake Detector Foom |34 Tested 1212t AWM 09 0% 201 5
smoke Detechor Special Care Caodinator Tesned IOl &AM 08RG 2005
Control .
Rattery Quidide Riser Room | Electrical In FACR Testad IINSS AM 09,/00/2015
attery Cutside Riser Room / Electrical In FACE Tested PR32 AM 09082015
Hattery Ouiside Riser Room ! Electrical In FOPS Tested P304 AM 0900072015
|_Hattery Quiside Riser Room / Elecirical In FCFS Tested THil2:25 AM 09 05201 5

pAndemn Systems Inc T AZE2015
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Service Summary
Caneraied by Ryuilding Reports, com

By BT T S T
R e

Battery
Total

o : A M" k s
Annuagiator Tered 4
Cammunicator Tested 1
Cantrel Panel Tested 1
Cusconnest Tosted 1
Fan Shutdoen Trsted 1
Heat Detectar Tested 3
Lacking Dewice Tested 1
Pawer Supply Tesred 1

© Pull Statian Tested B
Releasing Device Tested 1
Smake Detertor Tested EE

| Tatal 10

Modern Syatems Ing A 09285201 5

TP T
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Auxiliary Functions Testing

Cremarmied by ButidingRepons com

% e A T S B L it o . Lo PR R
The Auziliary Funciions Testing section lies each of the ancillary items, systems, and emergency equipment that are
confrafied by the system control wnit. ffems are grouped by Passed o Failed/Otier, The items ave listed by device type,
ard @ check box i provided to indicate if the test conducted was similated,

Fan Shutdown bR CE T
Return Al Passed 20885853 t
Locking Device ' A
sagnetic Lack Al Pasaed 29885851 O
Releasing Device : e & B '
| Door Hedder All Passed 29885852 Ll

Moderm Systems Inc g GOSIRAHLS
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Sound and Visual Testing
Generated by: BuildingReparts,com

PR TR o P S
Wi =t B bl ; Pt T 2 LA

| TATRT AR AT s ol e A S st .
The Sound and Fisuel Testing section lisis variour paints throughous yomr tmilding where auditle and viswal olom
Aatification devices were tested Ary bar-coded andible and visval devices will appear in the fespection and Testing
| saction of this report. Itams I thiy section are grouped by Passed or Falled/Other, Where specifie dacibel readings were
! vecarded, they will appear under the ambient and wlarm cobanns. The Foice cofumn indicates whelker the Sownd Text
isted the Vaive Intailigibility requirements, The STI ar Sound Transmission Index iz shown if recorded.

Sound Test Points _ SO . Bk
Al Passed _ [ 0001

Modern Systema Tnc 10 OWER20 5



Fron: 9195625505 0B/29/2015 07:49 #103 P.015/020

Smoke Management Testing

Cewerated by Building Reports com

The Smoke Management Tasting section details the test and inspection of device items that are fnvolved in controliing the
spread of smoke fn a building, lems are grouped by Pasted or Failed/Other,

Fan Shutdown : . : :
Al Retur Passed . zoEESES3 o

Releasing Device ' R A S i A :
| Al Door Holder Passed 29BR5R52 Q

hModem Systems Inc

11

EH2R2015
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Battery & Power Supply Testing

Crenpraren by Building feporrs com

09/29/2015 07:48

The Control & Power Testisg seciion details the readings and weanrementy of batteries and power supplies wsed 1o
provide powser to the fire plarm and [ife sofery spstems. ftems are grovped by Passed or Failed/Crher,

#109 P 016020

Qutside Riser Ronm | Electrical Beside Fassed 20 120
N FALP

) iE LS F v o ap bRy .:_’._ Tl

K : Sl
Battery EeR
Sealed Lexd Acid Cutside Riser Room § Flectrical In FACE Failed Test 26 12 153 14A
Sealed Lead Arid Cutside Riser Ronm ¢ Elecical In FACR Failed Test 2R 12 LT 124
Sealed Lead Acd Outside Rlser Roam | Elecirical In FOPS Falied Test 7 12z 130 2.0A
valed Lead Acid Dutside Riser Room [ Electrical in FOPS Falled Test 7 12 12,7V .34

blodern Bystems Inc

12

DEA2R01 5
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Inventory & Warranty Report

Crenerated by, Bullding8eporis.com

ok HelL = o s
devices and items tha are included in your Inspection Repors, A
camplete invanton count by device type and category (5 provided  fems installed within the lase 00 days, within e last
year, and devices insfallad for twe years or move are grouped together for sasy referense,
--.-!ﬂ' P30 T 5 Tﬂmﬂ. = 3 qoeT FELL A

...........

LT L

Contro
Heat Detector Initiating k'
Smoke Detectar Initlating a8
Annunciatar Cantral 4
Pull Stathan Initiating 8
Power Supply Control 1
Battery Controd 4
Raleasing Device Ausiliary |
Farn Shautdaswn Auglliany 1
Locking Devica Auxiliary i
Cammunlcatnr Cantral I
Disconnect Cantral 1

g g
PR e et e

Aype e oy | Medeld T Deserption
i : ) =, . oy e L A '.':._:.__.-_ JFH _I:.:-.'_:_'-:- “ ok
- InService-2Yewstod Years
Discannect 1 Breaker 29 Panal EMA 05 /062013
Fam Shundown | Returmn 05062003
Locking Device 1 Magnetic Lock 05062013
feleasing Device 1 Daar I-rnldtr_ . ;IS-.n'_ﬂE:,r;f,'p 3
Fire-Lite CEC IR R G
Anaundiatar 4 LCD-E0 LE Display D506 2003
Cammunicalnr 1 MESE00LIDLS Crigital Communicator G506 /2013
Cantragl Panel i MSAGE00UDLS O5/06,/2013
Heat Detector 3 Hi55 Flxnd Temperaiure O5/06/2013
Power Supply 1 FCPS-24F58 05/DES2013
Pull Station B BG-13ILY Dual Adticn 05 e 20013
Smnke Detector 1 Phiotaeiectric 05062013
Smoke Delecion gy 3355 F'hutun:lhmll: _ GS;'UE.!'IQIE_ )
Hartery Z F3-12260 N8 Sealed Lead Acid D5/06S2013
| Bamany 2 MPF-12 Sealed Lead Acid L D f)E/2013

Madern Systems Inc 13 DG/ 285201 5
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Zone Address Report

Cremevated By BuildingBeparis com

| The Zowe Address Repart lists all of the devices and iems that have an individual address, or are grotped fogether under

a vommon 2one. The device pipe, location, and dezcription are included for your Feference,

#10% P.0D1B/D20

1oal
rooog
12003
HEE ]
100405
10006
iooo?
| DODE
1 o0
1007
e
ooz
L)
1E214
10315
10016
ooz
TDOIR
(L
120
10621
o2
N2z
Fona4
128
10026
MRS
1028
1poza
10030
| 1031
10032
10633
nn3a
il E 3
I1D0EG

| 0EF

I 1033

100040
1001
| tixaz

imoke Detector
Smioke Detector
Sroxe Datector
Smoke Detector
Smoke Detector
Sminke Detector
smipke Detectar
smake Detectar
Smake Detectar
Smoke Detector
Smoaks Detector
smoke Detecios
S Deredctar
smaoke Delectar
Smake Detector
Smoke Detsctor
Smioke Detector
Srroke Detector
Smoke Detector
Smake Detector
smoke Detector
Smioke Derector
Srrinke Debechor
arnoke Dotector
Smaole Detectar
smake Detector
Smoke Detector
Smioke Delector
S Detestar
Srie Detgctar
Smake Detector
Smoke Detector
Smoke Detector
Srmoke Detector
Srnake Detector
Smake Detector
Emaoke Detoctar
Fmoke ODetector
Smoke Detector
Smoke Debeoior
Smake Derecios

Medern Systems Ine

ey

Tt I LR L =
Jal% T

=

R B T e e R L
A 1 S b R

Al 5

Left Murse Statian

Hall By Left Murses Statian
Left Liwing Room

Dining Room By Hurses Station
Hall By Left Murses Station
Lobby At Mens Room
Main Lably

Hall Al Discosery Rom
Hall By Room 132

Dirlfg Bacm By Plang
Hall By Care Rase

fight Murses Statlon
Right Med Roarm
Discoverny Roorm
Roceptbon Deik
Adeministrater Office
Business Oiffice

Left tdesd Roam

Raom 105

Hall By Room 105

Room 107

lkppir 109

Rostyrry A1 )

Roam 113

Raam 1156

Haom 117

RKoom 119

Room 127

Hall By Roam |3

Raoam 118

Raam 118

Rogm 114

Hall By Room 116

Hall By Room | 12

Rosarn 11 2

Roam 110

Hall By Boom 111

Hall By Room 108

Room 108

Lefi Living Room Mear Exit
Hall At Zpecial Care Caodinator

[4

r
Photoelectric
Phiotaelectric
Phatoelactric
Photoalectric
Fhatoelearic
Pholoelectric
Phitoelectric
Phataedectric
Froloelectric
Priatoelectric
Photoelectric
Photoelectric
Photoelectric
Photoelectric
Fhotoelectric
Fhotoelectsic
Fhoteelectric
Photaslactric
Photoelectric
Phamelecrric
Fhotoelectric
Photoelecrric
Photeslectric
Photaeiectric
Photaelectric
Phatoeleotsic
Fhoboeleciric
Phoboelectric
Phota=lectric
Photaelectric
Phutaebectric
Frotoelectsic
Fhotoeleoric
Photoelectris
Photoslectric
Photaslectric
Prictaelectric
Phatoelectric
Fhatoeleoric
Photgalectric

SO
i j,.lj:.

29885060
208B55967
2HHB5974
29BA59GEE
2UBEEOF
2HERSRFF
FOERSHAS
I0RR5A4%
EEL LR T
24R8506 2
29855530
498B5954
ZRBE 5G]
ZOBEEERY
2HEEIEE]
298E5ET
2085870
2O8H59G8
25HA5898
AHBEEATE
2AEETELG
2IEE 5 P}
20885902
HEHBEA04
0855958
2I8E5 286
ZRERS 584
25085943
20085981
HIBEE0ES
2UBESHET
L3RS REG
Z9BBS9ED
25BB5970
20885905
29885503
2988547 H
208054977
ABEEEA0]
AUBB3A7S
2O8ESEAT |

/282015
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